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General Comments:





Weather Conditions that affected the site: 
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Name of contractor : JOHN J. KIRLIN SPECIAL PROJECTS       Project: M/B UNIT, LDR & OB/GYN CLINIC





Location of Work    FT BELVOIR, VA                Contract/DO/PO NUMBER:DACA87-97-D-0038 T.O.0027


USE SEPARATE REPORT FOR Each D.O./P.O./Contract                               Date: 03-29-02





� 


             Arthur M. Eaton


      Quality Assurance Representative





Work performed:


The walk pads have been installed on the new roof at the addition.


The topping on the ETR roof in the footprint of the new addition has been jack hammered. 


The sprinkler fitters have finished the branch piping and are ready to proceed with the main feeds.


The plumber is working on the branch piping.


The electrician has been working on the installation of whips for lighting and the wire for the wall mounted devices.


The area that Marcor didn’t finish leveling has been leveled and is ready for the pour to level it.


The Sheet Metal workers are roughing in the branch duct work.





Percent complete (if applicable)                                                     %





Safety violations / Corrective measures taken:


None





Work Scheduled:


1) Met with the electrician, the general foreman and the sprinkler fitter and resolved the conflicts in the stairway with the sprinkler riser work.


Inspected the sprinkler branch piping, the sprinkler fitter needs to install clips at the last head on each run.


Worked on the scheduled outage for Monday, 4-01-02, for the supply and waste tie in on the second floor.


Indicate Attachments:


 X  Daily QA Reports                  Schedule assignments                             Telephone/Correspondence Log


   Visitors Log                           Minutes of Meetings                               Assistance provided to Facility Manager








