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General Comments:


I researched the fire pump sizing and found the note on the drawing that refered the sprinkler design to the fire marshal’s earlier fire pump test. I went over this item with Ray Amin of JJK.


The core drilling was changed to Saturday, I did the necessary coordination for the work.





Weather Conditions that affected the site: None
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Work performed:


Sprinkler fitters are continuing with the branch feeder installation.


The electricians are continuing with the conduit installation for the branch circuits.


The windows are installed.


Sheet metal workers are roughing in the ductwork on the ceiling of the new addition 3rd floor.


The plumber is installing the risers and the branch piping for the 3rd floor.


Plumber laid out the core drills for the waste.


The core drilling was done on Saturday, 3-09-02








Percent complete (if applicable)                                                     %





Safety violations / Corrective measures taken:


None





Work Scheduled:


Met with the electrical foreman and went over the emergency distribution panel that is to be installed in the electrical room in the basement.


Surveyed the fire pump with the sprinkler fitter, he seems to think that it is too small for the job and will need to be upgraded.


Indicate Attachments:


 X  Daily QA Reports                  Schedule assignments                             Telephone/Correspondence Log
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