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Name of Contractor: John J. Kirlin, Inc.                                      Project:  Rhodes Dental Clinic
Location of Work:  FT.  Bragg                      Contract/DO/PO Number :  DACA01-97-D-0038/T.O. 0029
(USE SEPARATE REPORT FOR Each  D.O./P.O ./ Contract)       Date:  11-26-01

WORK PERFORMED BY CONTRACTOR:
1. Roofing system

2. Wall studs

3. Fire sprinklers

4. Mechanical

5. Electrical

.PERSONNEL ON SITE:
Superintendent/Contractor Quality Control: 1 CQC

Workers: 14

SIGNIFICANT EQUIPMENT ON SITE:

1. 2 Dump trucks

2. Back hoe

DELIBERATE  INSPECTIONS MADE BY QA REPERSENTATIVE:

Inspected the roof overflow drains to insure the are installed as per manufactors recommendations. Looks good. Duct work continues to look good. Checked to insure proper amount of hangers are being used. OK

WEATHER CONDITIONS THAT EFFECTED THE  SITE: None 
SAFETY VIOLATIONS / CORRECTIVE MEASURES TAKEN:

Inspected fire extinguishers for proper operation. Had one discharged extinguisher removed from service.

Work Scheduled

Coordination with Facility Manager: None 
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