WEEKLY QUALITY ASSURANCE REPORT
                                     PAGE __1_ OF__1_
Name of Contractor: RCI Inc.                                Project Name: Warfighter Refractory Eye Surgery Clinic 
Installation Name:Blanchfield, Fort Campbell, KY   Contract/DO/PO Number:  MCHKRM-9344-N751
Contract Number:   DADA08-01-C-0045                  Date: 14 December '01

(USE SEPARATE REPORT FOR Each  D.O./P.O ./ Contract) 

General Comments: Wallboard finishing, painting, modular furniture, optical furniture and equipment installation in progress this week.

Work performed:

1.  Monday, 10 Dec: Six personnel onsite today. Gysum wallboard 100% complete), paint and wallcovering approx 75%, lighting approx. 80% complete, HVAC ductwork 20% complete and ceiling grid 100% complete.  Carpet installed today, except for one mersing strip in Waiting Room.  Floors stripped and waxed in EENT/Opthomology area of project preparing for beneficial occupancy Friday 14 Dec.
2.  Tuesday, 11 Dec: Five personnel onsite today.  ID & A, Inc. and Lombart Inc. installing modular furniture and medical equipment today and tomorrow, 12 Dec.  New double door entry wall and door frame installed today.  

3.  Wednesday, 12 Dec: Eleven personnel onsite today.  Mr. Collins and QAE performed final inspection for approx. 3500 SF of the project area.  Minor discrepancies noted for repair.
4. Thursday, 13 Dec: Eight personnel onsite today. Project being cleaned up for beneficial occupancy tomorrow.  Weekly safety meeting held today, topic: "Holiday Safety".  Discrepancies repaired today, furniture and optical equipment in Eye Lanes completed and accepted by Medical Maintenance, Ms. Barbara Lescalleet today.  Plumbers installed Weld-O-Lets in Chilled and Hot water for Liebert Unit installation.

5. Friday, 14 Dec: No work performed today.  Eye, Ear, Nose and Throat (EENT) Clinic departments moving into renovated area today.  The portion of the project or Ladar 4000 lasik surgery department area still under construction.  Total project should be complete NLT 10 Jan, 02.     

NOTE: All Life Safety Measures forms were completed and on file for each day.  Documentation for all items above are attached to facility daily reports for date specified.

Percent complete (if applicable)   _80% 
Safety violations / Corrective measures taken:
Work Scheduled:
Indicate Attachments:

X  Daily QA Reports
        (  Schedule assessments
          (   Inspection Checklist          ( Other

X Safety Tool Box Meeting    (  Minutes of Meetings
           (  Assistance provided to Facility Manager
[image: image1.wmf]Name:          William Johnson
                                                                             Signature: 
                    US Army Corps of Engineers

                 Quality Assurance Representative

                        Louisville District

                       Supporting MedCom 
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