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PAGE __1__ OF__1__
Name of Contractor: RCI, Inc.                              Project Name:  Warfighter Refractory Eye Surgery Clinic
Installation Name:  Fort Campbell, KY                Contract-DO Number:  MCHKRM-9344--N751

Contract Number:    DADA08-01-C-0045                     Date:  07 Janurary '02  

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

-One Supervisor, two Carpenters and two HVAC Mechanics worked onsite today installing room numbers, signage and Liebert HVAC Unit.   

-NOTE: False fire alarm was set-off at approx. 1030 hour by two Shepherd Mechanical, Inc. employees soldering copper tubing (chilled, hot and potable water to Liebert Unit).  Hot permit and fire extinguisher was present.  One of the workers contacted fire department about activating smoke/heat detector.  Contacted Mr. Collins, he met with Mr. Jim Shepherd about personnel being briefed about hospital construction project procedures.  New procedures for contacting J & J Maintenance was put in place by Facility Manager to close the loop on coordination for disarming fire alarm inputs prior to commencing work. 

-Life Safety Measures form completed and on file.

(   Continued on next page__
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 Signature: 

                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        

                          Supporting MedCom
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