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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  March 24 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Contractor requested and received one more master key for Bldg. A and eight hospital temporary identification badges.

Infant abduction system has finally been disconnected and removed.

Fire Sprinkler of Nashville had two workers onsite and disconnected, drained and tagged the sprinkler piping for zone 2AB construction area.

0900 hours held Preparatory meetings for “Demolition”, subcontractor is Remediation Specialists Inc., Ohma, NE and held preparatory for “Mechanical”, subcontractor is Comfort Systems USA, Bowling Green, KY.  Activity Hazard Analysis was reviewed.  RSI mobilized their equipment today.

Requested contractor post emergency contact list on utility trailer parked and anchored onsite.

Contractor requested and received approval for placing two Job Johnnies onsite.

Contractor asked for and received cigarette butt can for designated smoking area.

Hardcopy of Mr. Mulford’s and QAE agendas, Activity Hazard Analysis’ and Interim Life Safety Measures Form (ILSM) is attached to facility official report for this date.  ISLM forms are completed by contractor inspection daily and attached to daily reports, as requested.

(   Continued on next page__
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 Signature: 

                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        

                          Supporting MedCom
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