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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  March 25, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Issue with Room 2AB50, which is a food, ice and beverage room for patients, room has dual entry, one door from corridor that is part of project area.  Facility Manager is having the door lock relocated today by work order to maintenance contractor, door inside project area will be screwed shut until Kirllin removes door and frames the opening to close the passage as per plans and customer will use the door to other corridor.

Room 2AB51 has a cabinet and a swivel TV mount, per Ms. Colwell it is to be removed by Information Management Dept.

Processed request to relocate contractors phone to Room 2AB51, as the room where it was located will become dirty area during abatement.

Requested facility maintenance contractor personnel use hard hat and safety glasses when they enter the area.

Kirlin removed two windows for access of materials and send debris out by Skytrack to dumpsters.

Electricians continue to disconnect electrical. Comfort Systems personnel turned off a medical gas valve that was incorrect one and caused a temporary outage, was corrected by maintenance contractor and there were no other problems.

Equipment inspection was made on one Gradall.  Contractor had requested a location to store the two windows that were removed for material access to the building, facility did not have location to store them and contractor is required to store them until reinstalled at project completion.

J & J Maintenance was requested by work order to remove two security cameras and remove several components of the infant abduction alarm system that was left in place by vendor.

(   Continued on next page__
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