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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  Apri1 04, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Today there are 15 contractor personnel onsite.

Approx. 200 LF of wall (25%) has been removed from project.  Lead abatement should be complete NLT next week.

By COB today all salvageable  items except for two water closets and sinks will be removed and sent to DRMO.  Only scrap metals and construction debris will be left onsite.

Lights –100% removed

Electrical-All has been disconnected except for temporary use circuits.

Ceilings-90% have been removed.

HVAC Ducts-Have been disconnected and capped.

None of the water has been disconnected, as valves will need to be installed prior to disconnect.

Three privacy curtains were delivered to Linen Department.

0845 hours the following items were delivered to J& J Maintenance:

12 each Nurse Call Stations

15 Smoke Detectors

1 Transformer

3 Fire Alarms

31 Bed Bumper Rails

1315 hour, Mr. John Wilson, J & J Maintenance called, fire inputs 2046, 45, 44 and 43 in operating area of Mother/Baby Dept. show inoperative in Control Room.  

Contractor contacted Double Dome Fire Sprinkler sub, found loose wire and inputs were placed online.  Mr. Finigan called me at home approx. 1800 hours to let me know the inputs were repaired.

Advised Mr. Finigan again that temporary lighting was too dim.  Requested contractor to pickup paper blowing in the wind in front of the building.

(   Continued on next page__
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                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        

                          Supporting MedCom
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