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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  Apri1 11, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Today there are 2 fire alarm contractor personnel onsite and the smoke/heat detector issues were fixed.

No other work performed today.

Water shutdown notice was released to all BACH personnel today.

Faced copy of Request for Information form (HFPA version) to Mr. Jim Mulford today for processing of RFI on two electrical panels on the project.  Copy of fax attached to official copy of facility daily report.

QAE took photos of project area today, total demolition is approx. 60% complete.

Interim Life Safety Measures inspection was made, form filled out and attached to daily report for today.
(   Continued on next page__
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                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        

                          Supporting MedCom
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