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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  Apri1 16, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Site visit at 1010 hours, 13 workers onsite.

SAFETY: One worker in heavy dust area without dust mask, or respirator-corrected immediately.

Several bulbs in temporary lighting need replacing, advised Mr. Finigan to repair.

Again-requested the temporary power panel boards with temp. receptacles mounted on them to either be repaired, or remove them from project site.  They were repaired today.

Kennedy Co. emptied two portable Job Johnnies.  Requested tree protection be repaired and added to protect trees from vehicles that were onsite emptying  Job Johnnies and loading dumpsters.  Stressed importance of QAE being invited to all safety meetings and scheduled meeting for 0800 hour tomorrow.  

Held In-Progress Review Meeting #4 at 1300 hours (adjourned 1410 hours).  Minutes to be provided by Mr. Mulford for review/approval and distribution.  Scheduled medical gas disconnect and testing for Monday Apr 21.  Third night of water shutdown for Bldg. A will take place this evening and complete installation of shutoff valves to isolate project water system for demolition.

Interim Life Safety Measures inspection was made, form filled out and attached to daily report for today.
(   Continued on next page__
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                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        
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