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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  May 05, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Coordinated for IEC Electrical concrete core drilling through floors in Bldg. A Lobby area and Bldg. B, Level 1 Corridor (elect. Closet) at 1700 hours this evening.  Site visit 1120 hours asbestos containing materials (ACM) abatement continues and all work is being performed per specifications and appropriate requirements, subcontractor are providing exceptional performance.  Requested clean-up at entry hallway to project site outside of containment and repair all snow screening barricades.  Reviewed, approved and received final copy of In-Progress Review meeting #5 minutes, meeting was held Wednesday, April 23, 03

Copy of information on electrical meter readings attached to facility report for this date. 

Interim Life Safety Measures inspection was made, form filled out and attached to daily report for today.
(   Continued on next page__
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 Signature: 

                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        

                          Supporting MedCom
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