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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  May 09, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Thirteen contractor personnel onsite today.

1130 hour, Mr. Daniel Treatt, Woodlawn Landfill had given Mr. Bernie Beaver, AMI, Inc. a copy of the asbestos containing material manifest Fort Campbell requires to accompany the ACM materials.  The form notes “Headquarters Fort Campbell” as the abatement contractor and  “Ft. Campbell In-House Team” as  transporter of the ACM.  Mr. Treatt instructed me this was the format to submit with the material for chain –of-custoday.  The phone numbers for contacts was also incorrect.  Mr. Beaver told me they would attach their form with the Woodlawn Landfill form noting that AMI, Inc was abatement contractor and Mark Dinning Industries was transporter.  Hardcopy of this form attached to facility daily report for this date.

Electricians (two) continue to install conduit for automatic transfer switches and demolition crew has completed asbestos containing materials abatement today except for one small Corridor, which is scheduled for Monday, May 12 for abatement.  CPT Kiss sent e-mail to all hospital personnel advising them of the Corridor being blocked for ACM abatement-copy attached to facility report.

Received e-mail from Mr. Chong today stating that Kirlin is developing cost estimate for HVAC modification in Isolation Rooms-copy attached to facility report.

There is a sensor for tracking medical equipment (Savi Technologies Trak Reader) located on ceiling in Corridor that containment is being built for ACM removal.  Mr. Finigan advised me he could lay the sensor above the ceiling supports and not have to remove/disconnect it.  Ms. Colwell told me that procedure will be acceptable.

Interim Life Safety Measures inspection was made, form filled out and attached to daily report for today.
(   Continued on next page__
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                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        

                          Supporting MedCom
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