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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  July 01, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Twenty four contractor personnel onsite today.

Contractor advised QAE they are scheduling to relocate the pneumatic tube system station Tuesday, July 8.

Met with Mr. Mitchel, Mr. Wilson, J & J Maint. and Mr. Mulford to discuss replacement of the conduit and electrical circuit for Infant Abduction System and PYXIS to be done by J & J Maintenance.

0945 hours meeting was held with CPT Kiss, Ms Kowaleski, Mr. Gary Coplen and Mr. Joe Baker, both with Ft. Campbell Fire Dept.  Several electrical items of concern, mostly for temporary power and lighting, Mr. Coplen (Electrical Inspector for fire dept) requested a lighted exit sign be added at East end of project area, Mr. Jon Tabor, IEC, Inc. agreed.  All items were repaired/corrected except for exit light, which will be installed July 02.  Mr. Coplen is to re-inspect July 02, e-mail to Mr. Mulford reference this subject is attached to facility daily report for this date.

Interim Life Safety Measures inspection was made, form completed and attached to facility daily report for today.
(   Continued on next page__
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