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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  July 03, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Fifteen contractor personnel onsite today.

1140 hour received info from Mr. Jackson there was a water leak in Executive Conference Room.  Contractor was coring hole and coolant water leaked into light fixture in North east corner of the room.  Contractor stopped the leak and cleaned.

1330 hour had another leak in Commanders Office that had already dried, QAE cleaned the drip marks on the couch, window sill and radiant heater grill-leak was same-caused by core drilling water.

Mr. Mulford took photos of project area.  Contractor personnel left area early for holidays.

QAE received certification for Mr. James Hawks for medical gas piping brazing and installation.

QAE received official copy of stop work order by US Mail today.

QAE received minutes for IPR meeting #14 from Mr. Mulford.

Interim Life Safety Measures inspection was made, form completed and attached to facility daily report for today.
(   Continued on next page__
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                  Quality Assurance Representative
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