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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  July 10, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Nineteen contractor personnel onsite today.

Mr. Colwell, Facility Manager is to issue work request for J & J Maintenance to install fire caulking in all existing penetrations in structural deck in construction area.

Sprinkler crew installing sprink. Piping, electrical installing conduits, boxes and wiring.  Mechanical crew installing copper water piping, medical gas piping and HVAC spiral ductwork.  Framing crew nearing completion as they install special framing at accent areas such as Nurses Station.

Mr. Mulford, Kirlin sent e-mail to subcontractors requesting seismic information for piping and duct installations.

Clarification by Ms. Fortenberry that interior design specification 09915 labeled Woments Health Center is design for this contract and two future contracts.

There will be no work performed tomorrow and QAE will not be onsite next week Jul 14-18, 2003.

Interim Life Safety Measures inspection was made, form completed and attached to facility daily report for today.
(   Continued on next page__
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                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        
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