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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  July 29, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Twenty-seven contractor personnel onsite today.

Delivered 12 each Sloan valves to Mr. Krantz, Comfort Systems for installation repair kits.

Requested snow fence security barrier be repaired as requested Wed, Jul 23-contractor responded.

Per e-mail dated Jul 22 from CPT Kiss to Mr. Brewington, wall mounted light M7415 is deleted, as user had rather use mobile exam lights.

Air pressure test on fire sprinkler system held today started at 0945 hours with 50 lbs pressure, will continue until tomorrow, 0945 hours.

1000 hours, contractor requested and was approved to perform smoke test on part of  HVAC ductwork , Mr. Moore, J & J disarmed fire alarm inputs on air handlers to ensure no alarms sound.

Kirlin to submit util outage for fire sprink system for tie-in Monday, Aug 4.

ACCIDENT (Contractor personnel, Industrial Electric Contractors, Inc, Mr. Jon Tabor), cut on left hand.  1145 hours, Mr. Tabor cam by my office to report several sutures were made, hand bandaged and antibiotics administered and he returned to work.  Accident report attached to facility daily report for this date.  Mr. Steve Hand, Chief QAE program and Ms. Kowaleski, Safety Director BACH requested copies of accident report.

Per CPT Kiss, Item #1132 on equipment list will be Government furnished-suppose to be closed issue.

Sent e-mail to Mr. Roger Brosemer with correct electrical panel numbers (six each) for modification to replace them.

Electrical, framing and mechanical crews still on site.

Interim Life Safety Measures inspection was made, form completed and attached to facility daily report for today.
(   Continued on next page__
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                  Quality Assurance Representative
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