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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  Aug 01, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

No work performed on contract today, J & J Maintenance worked completing approx. 75% of existing piping/duct penetrations in project area.

Visit to project area revealed following:

-Dumpster not empty at front of Bldg. A-over flowing.

-Chain/lock not installed at access road entry, as requested by facility.

-Comfort Systems to replace ceiling tiles taken from QAE office for Commanders ceiling repair after water leak.

-Fire extinguishers to be inspected, card initialed for August.
-Per Ms. Colwell, QAE invited Mr. Don Mitchell, BACH Facilities and Mr. Joey Moore, Project Manger for J& J Maintenance to rough-in verification review Thursday, Aug 07.

Read electric meters at contractors office trailers (Kirlin  and Parker Building).

Interim Life Safety Measures inspection was made, form completed and attached to facility daily report for today.
(   Continued on next page__

[image: image1.wmf]Name:              William Johnson        ___
 Signature: 

                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        

                          Supporting MedCom
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