 DAILY QUALITY ASSURANCE REPORT


      
PAGE __1__ OF__1__
Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  Aug 15 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

No work performed and no contractor personnel onsite today.

0623 hours, Mr. Krantz, Comfort Systems called, had to demolition a live pipe above canopy area and said there was some slow drips of HVAC condensate water from canopy and to advise it is not a water pipe leaking.

0750 hours, received complaint of dust/grit  on desk and file cabinets and damaged ceiling tiles in Room 1AB57 & 1AB60, DCCS Offices.  Tiles shall be replaced by Comfort Systems and floor can be vacuumed by housekeeping personnel.

Decision by Ms. Colwell, Facility Manager @ 1515 hours that cubical curtains to be “Aspen” color and top mesh (1/2”) shall be “White” color.

Sample of proposed daily report from Parker Bldg. to Kirlin and listing of deficiencies observed at past QC/QA inspections attached to facility report for this date.

(   Continued on next page__
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 Signature: 

                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        

                          Supporting MedCom

� EMBED Word.Document.8 \s ���








[image: image2.wmf]_989147958.doc
[image: image1.png]Ao Nl







