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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  Sep 18, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Thirteen contractor personnel onsite.

Five pallets of materials arrived at loading dock for IEC, Inc. this morning.

Mr. Mulford coordinated for two workers with Comfort Systems, USA to work Friday (tomorrow) 08700-1530 hours to install seismic supports for mechanical systems.

Mr. Mulford advised QAE that Detail 1, Dwg. A3.2  for wall locker base had been deleted by e-mail from Mr. Penvlar, Kirlin.  QAE asked for details of deletion and contractor did not advise QAE of this action.

Some drywall installation is sub-standard and is to be replaced, wide joints, numerous holes in wall board where worker missed studs and quality must improve.  Kirlin requesting several pieces to be removed and replaced.

Interim Life Safety Measures inspection was made, form completed and attached to facility daily report for today.
(   Continued on next page__
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                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        
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