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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  Sep 22, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Twenty-six contractor personnel onsite today.

Electrical panel scheduled for replacement today did not get replaced as it also feeds Level 3 and 4 , Bldg. A and must be coordinated for those areas to lose emergency power to disconnect and re-connect the new panel.

Mr. Steve Clemmons, Project Manager, Parker Building, Inc. is to be onsite in place of Mr. Brian Griffith, Superintendent, Parker Building, Inc. this week.

One insulation installer has repeatedly failed to wear safety glasses, he has been warned his last time today-next violation he will leave this project.

Interim Life Safety Measures inspection was made, form completed and attached to facility daily report for today.
(   Continued on next page__
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                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        
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