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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  Oct 14, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Twenty-two contractor personnel onsite today.

Electrical contractors pulled one run of 500 MCC cable for Auto Trans Switches (2), meg test observed.

Mechanical insulating DDU high pressure duct connections.  Painters applying primer coat to finished walls.

Local decision by FM to fasten all window latches to be inoperable by contractor installing screw through latches.

Work stop order has been lifted by receipt of Modification #6 for TB Isolation Rooms.

All wall rough-in has been approved and contractor will install wallboard.

Mr. Steve Clemmons, Parker Building requested door lock cylinder biting list, he is to send them to Anthony’s Lock & Key for preparation to install.

Clarification: Ceiling in Room 2AD28 is to be ATC-2.

Low Pressure Steam test verified 1345 hours @ 75 lbs for 48 hours

Interim Life Safety Measures inspection was made, form completed and attached to facility daily report for today.
(   Continued on next page__
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                  Quality Assurance Representative

                           Louisville District                        

                          Supporting MedCom
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