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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  Friday, Nov 07, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Twelve contractor personnel onsite today.

0810 hour, Ms. Lopez, Safety Office filed complaint that Rooms 2AB47 & 49, adjacent to project area had no heat, contacted Mr. Krantz, Comfort Systems and J & J Maintenance to correct the problem.  Damper was closed in project area at Nurse Station to provide back pressure to the area needing heat, J & J Maint. manually made setting adjustments to correct the problem, QAE called Mr. Mulford to advise him of the problem.

Comfort Systems received 11 boxes of materials at loading dock.

1055 hours, received complaint that rooms 2AB41, 11 & 13 were too cool.  Contacted Mr. Krantz again, settings were adjusted to improve heat source to the area.  Air was drafting at new double door #A80, Mr. Mulford sealed around the door/frame to block the air draft.

Vinyl wall wainscot covering is being installed in Corridors, suspended ceiling grid, ceramic tile being installed.  Mechanical crew started installing plumbing fixtures. 

Interim Life Safety Measures inspection was made, form completed and attached to facility daily report for today.
(   Continued on next page__
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