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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  Tuesday Dec 02, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Eighteen contractor personnel onsite today.

QAE verified fire extinguishers have been inspected/initialed properly.

Comfort Systems received one FedEx box of materials at Blanchfield Warehouse.

QAE site visit 0830 hours, several personnel not wearing safety glasses-again.  Advised Mr. Mulford and Mr. Griffith people will be leaving project if they do not abide by safety rules.

Parker working on bridge area and installing double entry door/frame at Bldg. A Elevator Lobby.

Work crews performing same work as Monday, Dec 01.

Interim Life Safety Measures inspection was made, form completed and attached to facility daily report for today.
(   Continued on next page__
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                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        

                          Supporting MedCom
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