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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date:  Monday, December 15, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Twenty-seven contractor personnel onsite today.

Received, processed and approved utility outage for sprinkler system hydrostatic test to be performed 0700-1200 hour Dec 16, 03.

Mr. Griffith, Parker Building received one box of materials at BACH Warehouse.

Medical gas labels at zone valves will be complete NLT 1200 hours Tuesday, Dec 16.

CPT Kiss and hospital staff located ceiling mounted exam light in Exam Room 2AD47.

Reviewed exit signs with Mr. Mulford, Mr. Griffith and Ms. Colwell.  Sign at Corridor at 2AD30 entry needs arrows.

Several nurse call control boxes are to be relocated, Mr. Scott Hunt, IEC, Inc. verified with Dukane that these control boxes are mounted from 36 to 54” above finished floor.  Hospital staff is to approve all new locations.  There was some confusion between IEC, Inc. and Dukane as to what size boxes were to be installed, all issues have been answered.

Window horizontal blinds, floor base and suspended acoust. ceiling being installed, paint touch-up, nurse call and headwall installation in progress. 

Interim Life Safety Measures inspection was made, form completed and attached to facility daily report for today.
(   Continued on next page__
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                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        

                          Supporting MedCom
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