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Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date: Tuesday, December 16, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Twenty-two contractor personnel onsite today.

HVAC test & balance has not been completed as of this date.

Fire sprinkler hydrostatic test of 208 lbs. was verified by QAE at 1000 and 1215 hours (>two hours).

SAFETY: 1000 hours, five personnel on project found not wearing safety glasses, all personnel on project, Mr. Griffith and Mr. Mulford were advised “no tolerance” on safety glasses, next person caught without them to the end of the project will leave the project.

1218 hour today, Mr. Howard Cunningham, an employee of Parker Building Co. reported to QAE that he fell & sprained his back on Friday, Dec 12, 03.  Mr. Cunningham said he slipped on a wet/slick floor and he did not report the accident because Mr. Griffith, Parker Superintendent was not around.  There were no witness to the incident, Mr. Cunningham told Mr. Russell Banks, another Parker supervisor at 0615 hour the next day. QAE called Mr. Steve Hand at 1245 hours and left message about the information just received.

Held interview with Mr. Cunningham at 1430 hours.  Attendees at the interview were: Mr. Russell Banks, Mr. Jim Mulford, Mr. Brian Griffith, and Mr. Cunningham.  Per Mr. Griffith, he had told Mr. Cunningham he would  most likely be laid-off  week Dec 22-26 and this was to be his last week.

Mr. Cunningham stated he had just installed grab bars in a Restroom Shower of one of the single patient rooms with both feet and entire body inside the shower, he had stepped on the shower curb with his right foot and slipped down, just after it happened Mr. Banks came into the room and Mr. Cunningham told him to be careful the floor was wet from a leaking shower head.  Mr. Banks confirmed Mr. Cunningham mentioning the floor was wet, but he did not witness the fall.  Mr. Cunningham said he experienced pain Saturday, Dec 13 at 0500 hours when getting out-of-bed, and he did not attend the Stewart County Rescue Squad training that day as he was suppose to because of the back pain.  He stated that he took a Relieve pill and called Dr. Robert Lee which advised him to use moist heat on the area of pain.  Mr. Cunningham reported to work Monday, Dec 15, 03, worked four hours, left work at 1000 hours and went to Dr Robert Lovin, Chiropractor in Dover, TN, got adjustment and went home and placed moist heat on his back.  He told Mr. Griffith, his supervisor about the accident at 0630 hours, Dec 15, 03.  Mr. Cunningham gave Mr. Griffith letter at approx. 0600 hours, Dec 16, from Dr. Lovin that Mr. Cunningham had strained his back and to be placed on light duty and he had another appointment at Dr. Lovin at 1730, Dec 17, 03.  Mr. Griffith told Mr. Cunningham he was to go to Parker Building Co physician at Doctor’s Care Clinic 0900 hours, Dec 16, 2003, where he got two prescriptions.

Mr. Steve Hand called 1445 hour, discussed the incident/accident, and determined it should be treated as an accident, QAE requested accident report be submitted by John J. Kirlin, Inc within 24 hours.

There are four locations where nurse call station boxes are to be relocated and approval was given by CPT Kiss and Ms Colwell, FM that the old boxes could have blank plates installed on them because if they were patched contractor would have difficult time matching wallpaper from different lots/order.

1400 hour QAE verified medical gas, air, vacuum and oxygen was being certified by Mr. Mathew Rollo, Diversified Anesthia, Bowling Green, KY and was completed today.

1300 hour today the fire sprinkler system is active.

Copy of fire sprinkler certification attached to contractors report for this date.

Certification field documents for medical gas system and accident report for incident mentioned above attached to contractor’s report for this date.

Interim Life Safety Measures inspection was made, form completed and attached to facility daily report for today.
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