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PAGE __1__ OF__1__
Name of Contractor: John J. Kirlin, Inc.               Project Name: Mother/Baby Project, Bldg. A, Lev 2
Installation Name:  Fort Campbell, KY                Contract-TO Number: 0047

Contract Number:    DACA87-97-D-0038                     Date: Monday, January 02, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Three contractor personnel onsite today.

1300 hour, Mr. Tony Baker, J & J Mech. Advised QAE the new medical gas panel replacement will be onsite NLT Sat, Jan 03 and be re-installed immediately.

New microchip for fire alarm panel arrived today and was installed by Mr. Kelly Mansfield, Double Dome Systems today.

One large skid of boxed materials arrived for Parker Building Co. at Blanchfield warehouse.

Interim Life Safety Measures inspection was made, form completed and attached to facility daily report for today.
(   Continued on next page__
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                  Quality Assurance Representative
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