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Name of Contractor: John J. Kirlin, Inc                          Project Name:  Labor/Delivery/Recovery Project
Installation Name:  Blanchfield, Fort Campbell, KY       Contract TO Number: 0052
Contract Number:   DACA87-97-D-0038                          Date:  Wednesday, May 05, 2004
(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Twenty-four contracto r personnel onsite.
Received report that desk is dirty and a scratch on the wall from work performed by Lyons Mech. last evening.  Viewed area, advised contractor to improve housekeeping and scratch will be repaired.
In-Progress Review Meeting #15 held at 1300 hours, minutes to be provided by Mr. Mulford.

Water leak in Room 1AA08 reported at 1445 hours was repaired by Lyons Mech.

Fire alarm outage scheduled for tomorrow, May 06 to repair alarms damaged/disconnected during demolition phase.
Two True Line Coring & Cutting, Inc. still onsite cutting concrete floors.  Mechanical and Electrical crews installing rough-in ductwork, conduits and boxes.

Copy of all documentation is attached to facility daily report for this date.
Interim Life Safety Measures inspection was made, form completed and attached to facility daily report for this date.
(   Continued on next page__
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                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        

                           Supporting MedCom
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