DAILY QUALITY ASSURANCE REPORT


      
PAGE  1 OF 1
Name of Contractor: John J. Kirlin, Inc                          Project Name:  Labor/Delivery/Recovery Project
Installation Name:  Blanchfield, Fort Campbell, KY       Contract TO Number: 0052
Contract Number:   DACA87-97-D-0038                          Date:  Monday, July 26, 2004
(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:

Twenty-five contractor personnel onsite.

Coordinated with Ms. Riabley, ID+A for correcting positions of “C” Lockers in two Surgery and Locker Rooms.
0900-1100 hours verified fire sprinkler system pressure test at 210 PSI for two hours, test successful.

Advised Mr. Mulford the 18.5CF refrigerator being purchased by Gov’t for Staff Lounge, Room 2AB17 is made for 30” wide opening, per Ms Johnson, PBO, BACH at 1015 hours.

Four temporary identification badges signed to Above All Plaster & Drywall, Inc.

Copy of all documentation is attached to facility daily report for this date. 
Interim Life Safety Measures inspection was made, form completed and attached to facility daily report for this date.
(   Continued on next page__
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                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Louisville District                        

                           Supporting MedCom
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