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(USE SEPARATE REPORT FOR Each D.O./P.O./Contract)

Project: Renew US Army Center for Environmental Health Research (Bldg 568) 

Location of Work: Fort Detrick, Maryland



Name of Contractor: John J. Kirlin, Inc. (SPD)

Contract Number: DACA87-97-D-0038, Task Order: 0017

Date: 13-June-03

Work performed by contractor:

· 
· 
· 
· 
1. 
· 
· 
2. 
· 
3. 
· 
· Abatement:  none.
· Demolition: Removing debris 
· in the tank rooms from the jackhammering. 

· Cleanup:  Contractor was asked to clean up the exterior job site – mud that had been tracked down the street and in the parking lot.  At the progress meeting 6/11 the contractor was asked to provide gravel in the dumpster pull area and to eliminate the mud and broken plywood.  That should be resolve by Monday.      
· 

Issues:  Still waiting for test results on the sample taken from the contaminated sewer pipe. 


Personnel on Site: Whitey Pakiz (JJK)


Superintendent: Bill Scalley (CW)


Contractor Quality Control: Bill Scalley


Workers: Coakley Williams, JJK Mechanical


Significant Equipment on Site: Forklift, construction trailers 


Deliberate Inspections made by QA Representative
:  None

Weather Conditions that effected the site: None.


Safety violations / Corrective measures taken: none


Coordination with Facility Manager: Spoke with Ken Rice regarding the transformer issue again.  We are waiting to hear from the base if they can pour the pad or will accept the precast pad and if they will provide wire for the run back to the building.  
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Name: 

 Jennifer Casey

           U.S. Army Corps of Engineers, Baltimore District               

           Quality Assurance Representative








