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(USE SEPARATE REPORT FOR Each D.O./P.O./Contract)

Project:  Replace Cooling Tower, Bldg. 568

Location of Work: Ft Detrick, MD

Name of Contractor: John Kirlin, Inc.

Contract Number: DACA87-97-D-0038
Task Order: 17

Date: 11/21/02

Work performed by contractor: Working in basement on piping and controls.



Personnel on Site: Whitey, (Kirlin Inc) 

Superintendent: Ray (Kirlin Inc.)



Contractor Quality Control: Ray (Kirlin Inc.)


Workers:  

Significant Equipment on Site: N/A



Deliberate Inspections made by QA Representative: Controls



Weather Conditions that effected the site: N/A



Safety violations / Corrective measures taken: N/A



Coordination with Designer: Reviewed controls with designer, Whitey. He stated controls will not be as they should to control building 568, unless and until the 568 project is complete with chillers and all other HVAC equipment installed. 
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Name: Mark Zangara, Project Engineer

 USACE, Baltimore District

 Ft Detrick Resident Office



Time charged to project:  4 hours















