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Name of Contractor:  GLOBAL ENGINEERING        Project Name: Replacement of Fire Alarm System
Installation Name:   Bliss Army Hospital, Ft. Huachuca, AZ.    Contract/DO/PO Number:  TO: 24-O043
Contract Number:DACA01-98-D-0024                                 Date: 11/16/01

(USE SEPARATE REPORT FOR Each  D.O./P.O ./ Contract) 

General Comments:    Piping and heads completed on the second and third floors, and penthouse, all piping has been hydrostatically tested

Work performed:
1. Complete and test second floor piping and head installation

2. Complete and test third floor piping and head installation

3. Complete and test penthouse piping and head installation

Percent complete (if applicable)   ____82 % 

Safety violations/Corrective measures taken: 

Work scheduled:  

Indicate Attachments:

(  Daily QA Reports
           (  Schedule assessments
          (   Inspection Checklist          ( Other

(  Safety Tool Box Meeting    (  Minutes of Meetings
           (  Assistance provided to Facility Manager
Name:          Michael R. Brown
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