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Name of Contractor: John J Kirlin Inc.    Project: Replace Steam and Condensate Return Lines

Location of Work:  FT.  HUACHUCA     Contract/DO/PO Number: DACA01-03-D-0004/DO #0021

(USE SEPARATE REPORT FOR Each D.O./P.O. / Contract)  Date:02/13/04   ha0120030421040213d

Work performed by contractor:
Only Asbestos Abatement work occurring on site (basement area) today.  Allstate Services (Darren Bryant) on hand to oversee efforts and field analyze samples.           

Personnel on Site:

Superintendent, Contractor Quality Control and Safety:  1 (same person)

Workers: R.E. Lee: 4, Allstate Services 1                   

Significant Equipment on Site: Equipment trailers, work trailers, storage container for abated material, office trailer and IH test equip. and two welding machines are on site.   

Note: Other contractors to return on Tuesday (hospital closed Monday except for mandatory services due to holiday (President’s Day)                

Safety violations / Corrective measures taken: 

ALL SAFETY TO BE AS PER EM 385-1-1.
Checked welding procedures for safety, ok.    

Work Schedule:  10 hours today

Reviewed two requests for changes to drawings/specifications (FC 12 and 13).  Have reviewed and will submit both (including recommendations) to USACE Mobile Alabama office upon receiving guidance.             
                              Tim Bishop                            
                    US Army Corps of Engineers 

                 Quality Assurance Representative

                        Los Angeles District  

                        Supporting MedCom

