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Name of Contractor: SISKA AND HENNESEY (C E M)                                                      Project:  RENEW OBSTETRICS UNIT

Location of Work:  FT.  IRWIN                              Contract/DO/PO Number :  DACA87-97-D-0039/DO 11

(USE SEPARATE REPORT FOR Each D.O./P.O. / Contract)       Date:  11-14-01

Work performed by contractor:

1. Tape and finish drywall.

2. Elect install conduit, boxes, pull wire.          

Personnel on Site:

Superintendent: Scot Ponder (CEM)

Contractor Quality Control:  Jeff Treacher (Choctaw Contractors Inc.) 

Workers:                 

 DISCUSSIONS WITH CONTRACTOR:  I received a copy of a safety walk that was done by Jake of the hospital the following are the items that he found: 

1.  Inspection time 0845 November 13, 2001.  Inspected by MEDDAC Safety Manager, Jake Jacobsen.

   2.  The following infractions were found in non-compliance with one or more of the following.


a.  NFPA (National Fire Protection Association).


b.  AR-385-10 Army Safety Program.


c.  MEDDAC Memo 385-2, Safety Program.


d.  MEDDAC Memo 385-6, Fire Prevention Plan.


e.  Joint Commission on Accreditation of Healthcare Organizations, Hospital Accreditation Standards.


d.  OSHA, (Occupational Safety and Health Administration). 

3.  Asterisk * following the identifier indicates repeated violation.


a.  Exit door from phase one (Mother/Baby) blocked by wooden temporary partition.


b.  (*) Toolbox blocking egress to outside exit, (brown roll around). 


c.  (*) Illumination insufficient to work safely.  Additional temporary lighting required.


d.  (*) Penetrations in two-hour firewall have joint compound filling them instead of firestopping material.


e.  (*) Openings in dust barrier from phase two to outside corridor at new double door entrance.


f.  (*) Temporary power supply to phase two area taped to fire suppression pipe. 


g.  (*) Exit signs blocked or not in use.


h.  (*) Dust barrier open in electrical room.


i.  (*) Electrical room which is still a multi-use area (nurse call system), needs to have covers replace on breaker panels when not being worked on and signage installed indicating shock hazard is present.


j.  (*) Fire extinguisher not signed off as being checked and fit for service in electrical room.


k.  (*) The three fire extinguishers I found in service are not sufficient in this renewal area.  Additional extinguishers are needed.


l.  Exit and safety signage should be re-addressed as to location and type needed as progress continues on phase two.


m.  (*) Hole made in concrete floor for work under building needs to have plywood cover secured so it will remain in place when stepped on. 

These items were corrected the afternoon of the 13th.   I requested that in the future to be included in any safety walk that the facility safety officer would like to make.

VISTERS TO SITE:                                   

Significant Equipment on Site:  

Deliberate Inspections made by QA Representative:  

Weather Conditions that affected the site: Weather did not cause any impact. 

Safety violations / Corrective measures taken: 

ALL SAFETY TO BE AS PER EM 385-1-1.

Checked site no problems noted at this time.

Work Schedule 

Coordination with Facility Manager:  
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                       PHYLLIS HOLLEY
                    US Army Corps of Engineers 

                 Quality Assurance Representative

                        Los Angeles District  

                        Supporting MedCom







