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Name of Contractor: Global                                          Project Name: Fire Suppression Systems Repairs
Installation Name:  Moncrief Hospital                                                     Contract-DO Number: 11-0017
Contract Number:  DACA01-01-D0017                                                                     Date  10 October, 2002

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:  Follow-up inspection on sprinkler contractor working on punch list, adding heads on third floor and replacing head in family health center. We had sprinkler head to blowout in our family health center causing extensive damage to over half of the clinic and logistic supply area below the clinic. Global has started cleaning and replacing all damaged areas. We hope to have these areas clean and repaired by end of day of 14 Oct. so treatment can continue by morning of 15 Oct.
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                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Savannah District                        

                        Supporting MedCom
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