DAILY QUALITY ASSURANCE REPORT


      
PAGE __1__ OF___1_
Name of Contractor: Sempra Energy                                             Project Name: New Chiller Plant
Installation Name:  Moncricf Hospital                                            Contract-DO Number: 00-00
Contract Number:                                                                                             Date: 17 December, 2001

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:  Follow-up on Tyler Construction installing doors and placing concrete in front of chiller house and some road crossings and C-Tec installing control cables in basement of hospital and Seastrunk Electric completed installing all VFD’s in hospital and Gold Mechanical working on filling chill water lines for test and backfilling trench at new values.

No QA reports for week of 10 thru 14 Dec. because of attending sprinkler code school.  
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 Signature: 

                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Savannah District                        

                        Supporting MedCom
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