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Name of Contractor: Generator Services                    Project Name: Test & Calibrate Switchgear & Equipment  
Installation Name:  Building 4500                                                           Contract-DO Number: 00-00
Contract Number: DADA08-01-C-0061                                                                Date:  17 December, 2001

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments: Follow-up on Contractor cleaning and testing high voltage switchgear and breakers in main switchgear room in basement of hospital on 14th and 15th of December. Contractor found two breakers that did not test properly and will order material to correct these problems. 

(   Continued on next page__
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 Signature: 

                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Savannah District                        

                        Supporting MedCom
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