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Name of Contractor: John J. Kirlin, Inc.                                Project Name: Minor Repairs of Transition Space   
Installation Name:  Building 3295, 10th Floor MACH and Oliver Clinic      Contract-DO Number: 02-76
Contract Number:    DACA87-97-D-0038                                                                           Date:  11 February, 2003

(USE SEPARATE REPORT FOR Each  D.O./P.O )

Comments:  Follow-up inspection on Contractor working in building 3295 painting door frames and installing new floor tiles. Power was lost to building and after checking out problem we found that electrical panel in basement was deteriorated beyond repair and will have to be replaced. DLE was called and they are working on this problem. I will e-mail pictures of building 3295 and problem at electrical panel.

(   Continued on next page__
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                   US Army Corps of Engineers

                  Quality Assurance Representative

                           Savannah District                        
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