QA Closure Report

Communications Closets

Contract / Delivery Order:  DACA63-01-D-0020 (WEST)-0143

Contractor:  J & J Maintenance

QA:  Robert Price & Gerald Potter

General Description of Project

The objective of this project is for the Contractor to provide all labor, equipment to construct a Telecommunications closet and install Telecommunications Grounding System for CC 11-A, CC L11, CC43, CC58, CC12, CC101, CC110, CC124, CC132, CC 138, CC 144, CC 145-3, CC 211, CC 338, CC438, CC 538, CC632, CC638, and new communications closet in Building 310.  Install Telecommunications Grounding System for CC 320-01 in building 320.  Install Telecommunications Grounding System in CC 156, Building 885.  Install Telecommunications Grounding System in CC-00, Building 1608.  Install a Telecommunications Grounding System CC-00 Building 2399.  (26 locations total).  Telecommunications Grounding shall meet the requirements of the ANSI/TIA/EIA-607-1994 Standard.     

The Final Inspection was held for the Communications Closets on May 20, 2003.  All deficiencies were corrected and on behalf of Facility Management I accepted the work on this contract.

This concludes all work on the contract.

Gerald Potter

Corps of Engineers

