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Name of Contractor: J. J. KIRLIN                 Project: Repair/Upgrade Emergency Power System 

Location of Work: FT. LEONARD WOOD, Mo    Contract/DO/PO Number: DACA01-98-D-0025-153

(USE SEPARATE REPORT FOR Each  D.O./P.O ./ Contract)                                                       Date September 5, 2002

Work performed by contractor:
Electrical ongoing.  Outage rescheduled next Sunday at 1800 hours.

Personnel on Site:

Superintendent:

Bryan Clark

Contractor Quality Control:
 Tom Berrett or Bryan Clark (1)

Workers:
Kirlin (0)  HTH (0) Downes Elect. (7) (General Const. Service) (0) 

Significant Equipment on Site:

Hand tools

Deliberate Inspections made by QA Representative:
Electrical ongoing.  Walk through with Ralph Bonofiglio, Randy Furse (Facility Management), Jim Mulford (Kirlin), 2 or 3 from Downs Electric.  An above ceiling inspection was completed over the lab area.  Several hangers were found missing, fire caulking was not complete, several other items also needed to be corrected.

Weather Conditions that affected the site:

No weather delay.

Safety violations / Corrective measures taken:

No safety violations.

Work Scheduled:

1.  Install conduit

2. Install panels

3. Pulling wire

Coordination with Facility Manager:

None required this date.
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Name:        Robert Price                                                     Signature:  ______________________________

                    US Army Corps of Engineers

                  Quality Assurance Representative

                          Supporting MedCom










