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Name of Contractor: J. J. KIRLIN                 Project: Minor Repairs Project # 1 

Location of Work: FT. LEONARD WOOD, Mo    Contract/DO/PO Number: DACA01-98-D-0025-174

(USE SEPARATE REPORT FOR Each  D.O./P.O ./ Contract)                                                      Date December 11, 2002

Work performed by contractor:
Put layer down with gravel on top in patio area by emergency room entrance.  Doing touch up on one wall in Behavioral Medicine.

Personnel on Site:

Superintendent:

Carl Holbrook

Contractor Quality Control:
 Carl Holbrook or Bryan Clark (1)

Workers:
Kirlin (0) Dent County Overhead Doors (0) (General Const. Service) (0)    Frank & Frank (1)  J & S (0)  Venetian Terrazzo (2)

Significant Equipment on Site:

Hand tools

Deliberate Inspections made by QA Representative:
Patio area.  Layer  put down with gravel on top.  We have 2 heaters in place to make sure temperature stays warm enough to cure per manufactures requirements.  

Behavioral Medicine.  Touch up on one wall completed and looks good.  

Weather Conditions that affected the site:

No weather delay.

Safety violations / Corrective measures taken:

No safety violations.  Contractor told to make sure a CO2 fire extinguisher on hand when putting final epoxy down per MSDS.

Work Scheduled:

1.  Demo patio floor

2. Remove remaining epoxy material

3. Remodel Behavior Medicine 

4. Install new floor in patio area

Coordination with Facility Manager:

None required this date.
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Name:        Robert Price                                                     Signature:  ______________________________

                    US Army Corps of Engineers

                  Quality Assurance Representative

                          Supporting MedCom










