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Name of Contractor: J. J. KIRLIN                 Project: Minor Repairs Project #2 

Location of Work: FT. LEONARD WOOD, Mo    Contract/DO/PO Number: DACA01-98-D-0025-175

(USE SEPARATE REPORT FOR Each  D.O./P.O ./ Contract)                                                      Date October 24, 2002

Work performed by contractor:
Removed and installed 3rd warehouse door and 3 automatic door-openers.  

Personnel on Site:

Superintendent:

Carl Holbrook

Contractor Quality Control:
 Carl Holbrook or Bryan Clark (1)

Workers:
Kirlin (0)  HTH (0) Dent County Overhead Doors (2) (General Const. Service) (1) 

Significant Equipment on Site:

Hand tools

Deliberate Inspections made by QA Representative:
New doors installed.  Contractor to provide safety device when doors are closing.  

Weather Conditions that affected the site:

No weather delay.

Safety violations / Corrective measures taken:

No safety violations.

Work Scheduled:

1.  Remove and install new doors

2. Electrical for doors

Coordination with Facility Manager:

None required this date.
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Name:        Robert Price                                                     Signature:  ______________________________

                    US Army Corps of Engineers

                  Quality Assurance Representative

                          Supporting MedCom










