DAILY QUALITY ASSURANCE REPORT
                                       PAGE _ OF_
Name of Contractor: J. J. KIRLIN                 Project: Replace AHU at Building 310a 

Location of Work: FT. LEONARD WOOD, Mo    Contract/DO/PO Number: DACA01-98-D-0025-147

(USE SEPARATE REPORT FOR Each D.O./P.O. / Contract)                                                       Date September 20, 2002

Work performed by contractor:
Commissioning of AHU was completed this morning.  This will be the last daily report.  I will send weekly reports until the one deficiency is corrected.
Personnel on Site:

Superintendent:

 Bryan Clark

Contractor Quality Control:
 Tom Berrett or Bryan Clark (1)

Workers:
Kirlin (0) J&S (0)  (Vas) (0) WMC (0)Johnson Controls (2) Enviro systems (0)

Significant Equipment on Site:

Deliberate Inspections made by QA Representative:

Witnessed commissioning of AHU.  Johnson Controls made onsite adjustments as required.  All zones tested.  All test passed.  This will be final daily reports.  Closure report to follow.

Weather Conditions that affected the site:

No weather delay.

Safety violations / Corrective measures taken:

No safety violations.

Work Scheduled:

1. Site prep

2. Piping

Coordination with Facility Manager:

None required this date.

[image: image1.png]oy




Name:        Robert Price                                                     Signature:  ______________________________

                    US Army Corps of Engineers

                  Quality Assurance Representative

                          Supporting MedCom










