QA Closure Report

Sprinkler System, Phase II

Building 310, Fort Leonard Wood Army Hospital

Fort Leonard Wood, Missouri

Contract / Delivery Order:  DACA01-96-D-0040-143
Contractor:  GLOBAL ENGINEERING                        
QA:  Robert Price & Gerald Potter

General Description of Project

The objective of this project is for the Contractor to provide all labor and materials and equipment necessary to ;make additions and modifications to the sprinkler system in building 310 in accordance with all installation, state, and Federal codes and laws and Government furnished drawings and specifications as outlined in the work plan under contract DACA01-96-D-0040-143.  Area of work shall be as indicate below:

a. Sprinkler system for fourth, fifth and sixth floors, 100 percent.

b. All required electrical.

c. All required general construction services.

The Pre-Construction Meeting was held on June 5, 2002.  Actual work on this contract began on July 16, 2002.  

On February 26, 2003, a Final Inspection was held.  All deficiencies have been corrected and on behalf of Facility Management I accepted the work on this contract.  

This concludes all work on the contract.

