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Name of Contractor: J & J Maintenance                                                                Project: Vet Clinic  

Location of Work: FT. LEONARD WOOD, Mo    Contract/DO/PO Number : DACA63-96-D-0040-34

(USE SEPARATE REPORT FOR Each  D.O./P.O ./ Contract)                                                       Date March 12, 2003

Work performed by contractor:
Interior finishing and cleanup ongoing.  General cleanup by all trades 
Personnel on Site:

Superintendent:  Larry Stilley

Contractor Quality Control:  Larry Stilley  (1)

Workers:  J&J (2)   J & J Masons (0)  Mid American (1) Village Gallery (0)  Intercon Const. (0)  A-1 Electric (3)  Security Fire (2) K & K Const. (0)  St. Roberts Glass (0)  Wilkersons (2)  Floyd Concrete (0)  Miller Painting (0) Ervco (0)  Johnson Controls (1) 
Significant Equipment on Site:

Hand Tools

Deliberate Inspections made by QA Representative:
General cleanup ongoing.   Commission  of HVAC unit today.  One failure in valve not closing properly.  Valve was removed and found to have small piece of solder in seat.  Valve was replaced and closed correctly.  Test of fire alarm system failed to transmit properly.  Might be on Fire Department end.  All other parts of fire alarm system worked properly.

Weather Conditions that affected the site:

No weather delays.

Safety violations / Corrective measures taken:

No safety violations observed.  

Work Scheduled:

1. Electrical

2. Mechanical

3. Sprinkler system

4. Concrete & site work.

5. Architectural

Coordination with Facility Manager:

None required this date.
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Name:        Robert Price  
 Signature:  ______________________________

                    US Army Corps of Engineers

                  Quality Assurance Representative

                          Supporting MedCom










