DAILY QUALITY ASSURANCE REPORT









PAGE 1 OF 1

(USE SEPARATE REPORT FOR Each D.O./P.O./Contract)

Project: Renovate EENT Clinic, Kimbrough Ambulatory Care Center 

Location of Work: Fort Meade, Maryland



Name of Contractor: J&J Maintenance, Inc.

Contract Number: DACA01-02-D-0005, Task Order: 0027

Date: 26-Nov-02

Work performed by contractor:

· 
· 
· 
· 
1. 
· 
· 
2. 
· 
3. 
· 
· Demolition resumed at 0700 hours. AirCheck Environmental Services sampling results determined that it was safe for the contractor to enter the work area. All samples came back <0.01. Official report on file. Limited demolition resumed. Contractor was instructed to avoid disturbing all wall sections with plumbing. All overhead saddles were not to be disturbed. 35 locations (HVAC lateral drops) were spray painted in red with instructions not to disturb. Eight grab samples were taken by the installation IH. Results (verbal) due NLT 2 DEC 02. Written report to follow. 
· 

Personnel on Site: Earl Lunde


Superintendent: Keith Terpil 



Contractor Quality Control: Boyd Munsch (J&J)


Workers: J&J Maintenance demolition crew 


Significant Equipment on Site: 2 Dumpsters


Deliberate Inspections made by QA Representative
:  Yes

Weather Conditions that effected the site: None


Safety violations / Corrective measures taken: None. Limited demolition 

Coordination with Facility Manager: Coordination continued with Conrad Castro
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Name: Tim Mathews
           U.S. Army Corps of Engineers, Baltimore District
           Quality Assurance Representative








































