17-Apr-02


Preliminary Scope of Work

Removal and Installation of Cabinetry in Family Practice

Fort Meade, Maryland: Kimbrough Ambulatory Care Center, B-2480

General:
1. All existing conditions are to be field verified by contractor prior to construction.

Demolition:
1. Protect equipment and furniture in Exam/Office/Break rooms from construction dust and debris.

2. Remove: 

a) Existing wall-mounted sinks. 
· 4 locations - rooms H33, H34, H35, H53

b) Existing wall-mounted metal cabinets and floor mounted metal counters (3’-0” wide) with sink. 

· 31 locations – see Summary table for room numbers
c) Any associated items (towel dispenser, soap dispenser, mirror, etc.).

3. Open wall to expose existing DWV, DCW, and DHW piping for new sink installation. 

· 1 location – room F11
4. Dispose of debris.

5. Prepare DWV, DCW, and DHW piping for reuse. 

Modification:

1. If required, install wood backing for wall-mounted cabinetry. 

2. Prepare concrete slab and install 12”x12” VCT flooring. Color to match existing.  

3. Installation of cabinetry:

a) Install new base and upper plywood cabinets (3’-0” () with plastic laminate counter tops, edges, and splashes, as shown on Sheet A6/Detail 8. Note, substitute plywood material for pre-fab metal. Surface type, color, and texture to match that of newly installed (Nevamar, ARP surface, cordial gray textured, S-6-24T). 

· 32 locations – see Summary table for room numbers
b) Install new base and upper plywood cabinets (5’-4” () with plastic laminate counter tops, edges, and splashes, as shown on Sheet A6/Detail 7. Surface type, color, and texture to match that of newly installed (Nevamar, ARP surface, cordial gray textured, S-6-24T). 

· 1 location - break room G35
4. Provide and install a new stainless steel sink. Connect to existing DWV, DCW, and DHW. Plumbing fixture hardware to match type CS140, as shown on Sheet P2. 

5. Seal around cabinetry and sink. 

6. Install a duplex receptacle with ground fault interrupt at wall, between base and wall mounted cabinetry. 

· 4 locations - rooms H33, H34, H35, H53
7. Install rubber base trim around floor mounted cabinetry. Type and color to match existing (Johnsonite, charcoal gray color). 

8. Patch and repair walls to match existing.

9. Paint walls to match existing (Sherwin-Williams, harmony interior, semi-gloss latex, neutral ground color). 

Summary Table:


Room
Existing Cabinetry (to be removed)
New Cabinetry 

(to be installed)
Other Notes

RED TEAM
F26
upper wall & lower base metal units (3’ wide) 
Match Sheet A6/ Detail 8



F21
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



F19
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G56
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G54
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G35
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 7
break room 


G32
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



F11
none
Match Sheet A6/ Detail 8
new plumbing connection & cabinetry 


F10
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G31
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G29
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G01
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G03
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8


WHITE TEAM
G53
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G51
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G50
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G47
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G45
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G43
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G37
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G23
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G40
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G42
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G19
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G17
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G12
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



G14
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8


BLUE TEAM
H57
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



H55
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



H53
wall mounted sink
Match Sheet A6/ Detail 8
install GFI receptacle


H50
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



H44
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8



H33
wall mounted sink
Match Sheet A6/ Detail 8
install GFI receptacle


H35
wall mounted sink
Match Sheet A6/ Detail 8
install GFI receptacle


H34
wall mounted sink
Match Sheet A6/ Detail 8
install GFI receptacle


H05
upper wall & lower base metal units (3’ wide)
Match Sheet A6/ Detail 8
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BERT PECHHOLD
USACE- Baltimore District

Project Engineer

Existing upper wall & lower base metal units (typical)





Existing wall mounted sink (typical)





Newly installed plywood cabinetry, Sheet A6/Detail 8, under Contract No. DACA01-98-D-0024, TO # 133 (typical)
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