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Contract No. DACA01-98-D-0024

Task Order No. 133

Ft Meade, Maryland

B-2480: Family Practice Renovation

Phase 4: The following comments/deficiencies were observed. 

General Comments:

Architectural

1. Painting Door Frames: strip existing paint, sand, prime, repaint using 2 coats of latex enamel (color = ?check with facility manager?). Contractor schedule indicates that this item (#6) will completed by 19-Apr-02. Facility Commander has indicated that exposed metal needs to be repainted by Monday, 1-Apr-02. 

Electrical

1. Verify operability of fire alarm horn/strobe, speakers, etc. 

Plumbing

1. The P&S identify new 3'-0" wide pre-fab metal cabinetry. However, all of the cabinets that have been installed are plywood cabinets. Sheet A6, Detail 8; Sheet P2 [type CS140]; Spec Section 12.1.
Mechanical

1. Installation of air distribution system supply diffuser and return grilles according to schedule shown on Plans/Specs. Contractor schedule indicates that this item (#7) will completed by 19-Apr-02.

Specific Comments:

Room H12

1. Missing new speaker.

Room H12A

1. Door leading into H26 missing. Contractor or facility responsibility?

Room H24

1. Overhead DHW/DCW pipe insulation in plenum is loose (connects to Rm H27).

2. Sink not properly mounted. Use additional locking clips on the underside to improve alignment with counter top. 

3. Missing GFCI at cabinetry. However, facility prefers installation of new receptacle near existing telephone/data receptacle (contact Kathy Thompson for location). 

Room H25

1. Sink not properly mounted. Use additional locking clips on the underside to improve alignment with counter top. 

Room H27

1. Cabinetry laminate loose (inside left panel of wall mounted unit) 

2. Missing sink drain stopper.

3. Overhead DHW/DCW pipe insulation in plenum is loose (connects to Rm H27).

4. Missing type ”J” exhaust.

Room H26

1. VCT gap at room H24

2. Missing type “D” return.

Room H44

Room H50

Room H51

1. Doorstop not properly aligned. 

Room H52

1. Sink not properly mounted. Use additional locking clips on the underside to improve alignment with counter top. 

Room H28
1. Missing type “D” return.

Room H53

Room H43

1. Missing type “D” return.

Room H30

1. Fix flexible duct insulation at supply diffuser.

2. Sink not properly mounted. Use additional locking clips on the underside to improve alignment with counter top. 

3. Missing shelves in wall mounted cabinetry.

4. Improve “closed position” alignment of wall mounted cabinetry doors.

5. Missing pin for door hinge.

Room H54

1. Rubber base trim around cabinetry loose.

2. Missing sink drain stopper.

3. Sink not properly mounted. Use additional locking clips on the underside to improve alignment with counter top. 

Room H55

Room H33

Room H56

Room H57

Room H58

1. Rubber base trim around cabinetry loose.

2. Replace VCT tile at induction unit.

3. Missing shelves for wall mounted cabinetry.

4. Sink not properly mounted. Use additional locking clips on the underside to improve alignment with counter top. 

5. Remove electrical cover plate on wall and install receptacle.

Room H42

1. Missing type “D” returns.

Room H35

1. Missing type “D” return.

Room H41
1. Missing type “D” return.

2. Laminate at base of cabinet cracked. Either replace laminate or install rubber base trim.

3. Sink not properly mounted. Use additional locking clips on the underside to improve alignment with counter top. 

Room H38 

1. VCT at entrance uneven.

Room H37

Room H39

Room H03A

1. Visible cut/patch in carpet.

Room H04
1. Caulk/seal around cabinetry units

2. Missing lock cores for drawers.

3. Sink not properly mounted. Use additional locking clips on the underside to improve alignment with counter top.

4. Missing type “D” return.

Room H05

1. Remove existing intercom unit.

2. Missing type “D” return.

Room H06

1. Replace cracked VCT.

2. Light switch is not securely mounted to wall.

Room H32
1. Missing type ”D” return. 

2. Electrical box missing cover plate.

3. Sink not properly mounted. Use additional locking clips on the underside to improve alignment with counter top.

Room H34
1. Missing type “D” return.
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