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(USE SEPARATE REPORT FOR Each D.O./P.O./Contract)

Project:   AHU/RENOVATION

Location of Work:  KIMBROUGH
AMBULATORY CARE CENTER  FT. MEADE MD

Name of Contractor:  J&J MAINTENANCE

Contract NumberTask Order:   DACA 01-02D-0005  D.O. 0029

Date: 1-23-2004

Work performed by contractor: Demolition 

Electric Power Solutions: removing and storing light fixtures in cafeteria area.

Mech. Comfort Systems: continuing work on water lines.

RTM Enterprises Inc: replacing doors in radiology area.                  

J&J Maintenance: reported demolition contractor waiting an execution contract to mobilize. Electric and plumbing work at about 90%. Safe return air duct needs to be capped prior to start. 



Personnel on Site: see CQC report



Superintendent: Peter Garvey



Work Completed this Week:  same as stated 1-21-04



Work Begun this Week: moving personal and furniture, door replacement.



Work in Progress: more asbestos testing scheduled for today.



Outstanding Issues:  none



Significant Equipment on Site: none



Deliberate Inspections made by QA Representative: Safety and general



Weather Conditions that affected the site: none



Safety violations / Corrective measures taken: none (J&J  ordered 2ea. Fire extinguishers for work area.)

Coordination with Facility Manager: Continued to coordinate activities with Kathy Thompson and Conrad Castro



Name: Wayne J. Miller    US ARMY CORPS of ENGINEERS





































