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Name of Contractor: John J. Kirlin, Inc.                                          Project:  Roof Replacement

Location of Work:  Lyster Army Hospital, Ft. Rucker, AL                  

Contract Number:  DACA01-98-D-0025  T.O. 0075                      Date: 04 April 03                                                                                       (USE SEPARATE REPORT FOR Each  D.O./P.O ./ Contract)
Work performed by contractor:

The contractor worked in area E today and replaced about 1700 Sq. Ft.

Personnel on Site:

Superintendent:  Jeff Begins

Contractor Quality Control: Jeff Begins

Workers:    7 men  11 hours
Significant Equipment on Site: Yes

Inspection:  Witnessed the roof tare off, looked good.  Checked the insulation fastening. O.K.  Checked the rubber roofing being installed over the insulation, glue was being applied properly.  The finish product for the day looked good, they still have to install their termination bar at the end of the roofing on the walls.

Weather Conditions that effected the site:   None

Safety violations / Corrective measures taken:

 No violations noted today.

.

Coordination with Facility Manager:  Mr. Rhoades was on roof today no comments.

Name:        Emmett  L. Foley Jr.
         Signature:___            

                  US Army Corps of Engineers

                  Quality Assurance Representative
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                        Supporting MedCom







