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Name of Contractor: Earth Tech                                        Project:  Renew Veterinary Clinic
Location of Work:  Ft.  Wainwright, AK              Contract Number: DACA87-97-D-0037 TO087
Date:  Monday, December 02, 2002

Work performed by contractor:
1. Cooler and freezer panel demolition continues.

Personnel on Site:

Superintendent: 1

Contractor Quality Control: 

Workers: 2                                             

Significant Equipment on Site:

Scissors lift, hand tools, Bobcat, Air Compressor

QA Representative comments:  Discussed column fireproofing and finishing with HFPO.  Column in truck dock area is not detailed below new slab.  Noted that existing HM frame at door to the janitor’s closet to remain is damaged and that existing panic hardware on existing entrance door scheduled to remain) is in poor condition.  Consideration should be given to replacing these items.

Trailer for the environmental monitoring project has been relocated well east of this project footprint.

Weather Conditions that affected the site: 

Safety violations / Corrective measures taken: 

Work Schedule  
Coordination with Facility Manager:  
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Larry Flemming
US Army Corps of Engineers 

Quality Assurance Representative







